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NXRT-RR4 Installation Steps

Step 1

2U Ear for UPS or EBP mounting in cabinet

Step 2

NXRT-RR4 for UPS or EBP mounting in cabinet

Step 3

Moveable nut for mounting rail kit in cabinet
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Step 4

UPS front view after installing 2U ears

Step 5

Assemble the rail onto the cabinet U-BAR with screw at front & back using moveable nuts

Step 6

Push the UPS or EBP into the cabinet via the NXRT-RR4 from the front
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Step 7

Attach UPS or EBP ear onto cabinet U-BAR with screws on both left & right sides

Note: Any external Battery Packs must be installed next to or under the UPS. Please refer to Appendix A or B in 
the NXRT User’s Manual for more information when installing these.


