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Rack Solution

P90-RAIL Installation

Package contents
• Right and left rail sliders, 1 each
• (2) M6 nuts
• (12) M6 screws
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Rack Solution

Step 1 
Use 4 screws to mount right and left rail sliders in front of rack.

Step 2
Use 4 screws to mount right and left rail sliders in back of rack.

Step 3
Place the nuts in the proper location in the rack based upon height of UPS.
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Rack Solution

Step 4
Carefully place the UPS on the rail support.

Step 5
Fix the UPS in position with screws.

Step 6
Rail kit installation is now complete.


